Investigation of Indoor Air Quality and Staff Satisfaction in Underground Buildings in Xi’an, China

Xin Zhang¹*, Yuesheng Fan¹**, Wanqing Yu¹, Huan Wang¹, Feilong Zhao², Haitao Tao³, Zeming Fu¹

¹School of Building Services Science and Engineering, Xi’an University of Architecture and Technology, No.13 Yanta Road, Xi’an, Shaanxi, China, 710055
²China Railway Eryuan Engineering Group East China Survey and Design Co., Ltd. Hangzhou, China
³Zhongjiao No.1 Highway Reconnaissance Design Research Institute Co., Ltd. Xi’an, China

Received: 1 October 2020
Accepted: 28 November 2020

Abstract

With the widespread promotion of underground buildings, it is necessary to know the status of indoor air quality of underground buildings. In this study, indoor air quality was tested from 9 sites of three styles underground buildings in Xi’an. Simultaneously, a questionnaire survey was conducted with indoor staff satisfaction. The results showed the concentrations of pollutants in 9 sites except for CO were all exceeding the standard. The concentrations of formaldehyde, PM₁₀, CO₂, and TVOC all exceeded the standard of 1.26, 1.62, 1.28, and 1.66 times. Pollutions were the most serious in underground shopping malls, followed by underground snack cities and underground electronic cities. PM₁₀ and TVOC were the most prominent pollutants, followed by formaldehyde. Indoor air quality of underground shopping malls was the worst satisfaction with people. Indoor air quality of underground electronic cities was satisfied. Satisfaction limit of formaldehyde was lower than the standard value. Satisfaction limit of TVOC was higher than the standard value. Satisfaction limit of PM₁₀ was slightly higher than the standard value, and satisfaction limit of CO₂ was close in line with the standard value. It would contribute to the development and application of underground buildings.

Keywords: air pollutants, objective evaluation, underground buildings, Xi’an

Introduction

With the rapidly rising number of underground buildings in recent years, people pay more and more attention to the development of urban underground space [1-2]. Many underground public buildings have been constructed in various countries around the world such as tunnels [3], subway stations [4, 5], underground shopping malls [6]. China has also achieved significant development [7]. But at the same time, the indoor air quality of underground buildings was equally worrying. Relevant literature showed that pollutants in underground space mainly included TVOC (Total...
Volatile Organic Compounds), CO (carbon monoxide), PM$_{10}$ (Particulate matter 10 μm), formaldehyde (HCHO), radioactive tritium, etc \[8\]. The concentrations of different pollutants in underground buildings in some parts of China from existing researchers all exceeded the standards now \[9\]. Like formaldehyde and TVOC \[10\], and CO \[11\], they would cause different degrees of danger for people health \[12, 13\]. Such as respiratory diseases \[14\], hypersensitive diseases \[15\], and even death \[16\].

The results of existing evaluations for pollutants usually considered only one factor of testing. However, both of the pollutant concentrations and human subjective feelings need to be considered comprehensively for indoor air quality \[17, 18\]. Domestic indoor health standards mainly set pollutant concentration limits from the basic of human health now. It rarely involves the subjective feelings of people indoors. The poor IEQ (Indoor Environment Quality) not only may affect both customer comfort and employee productivity, but also affects the emotions and purchase decisions of customers \[19\]. The results of indoor air quality in shopping malls in some areas of China showed the dissatisfaction rates were exceeded 20% \[20\]. The relationship between pollutants and air quality satisfaction should be given by the limits of pollutants based on the dissatisfaction rate of people indoors \[21\]. But, the existing research was rarely able to consider the health of indoor people. The conditions were continuously monitored in the underground buildings during business hours (10:00-12:00, 14:00-18:00). Indoor temperature, humidity, CO, CO$_2$, TVOC, formaldehyde and PM$_{10}$ were all tested the same time. The sampling point was set in areas with high personal density. Heights of sampling were at the breathing zone of the crowd (1.2 to 1.5 m).

The results of indoor air quality in shopping malls in some areas of China showed the dissatisfaction rates were exceeded 20% \[20\]. The relationship between pollutants and air quality satisfaction should be given by the limits of pollutants based on the dissatisfaction rate of people indoors \[21\]. But, the existing research was rarely able to consider the health of indoor people. The conditions were continuously monitored in the underground buildings during business hours (10:00-12:00, 14:00-18:00). Indoor temperature, humidity, CO, CO$_2$, TVOC, formaldehyde and PM$_{10}$ were all tested the same time. The sampling point was set in areas with high personal density. Heights of sampling were at the breathing zone of the crowd (1.2 to 1.5 m).

Indoor temperature, humidity, CO, and CO$_2$ were all tested by IAQ-calc7545 indoor air quality detector. Temperature range is 0~60°C. Measuring accuracy is ±0.6°C. Relative humidity range is 5~95% RH. Measuring accuracy is ±3.0% RH. Range of CO$_2$ is 0~5000 ppm. Measuring accuracy is ±3.0% or ±50 ppm of reading. Range of CO is 0~500 ppm. Measuring accuracy is ±3.0% or ±3 ppm of reading. TVOC was used by PGM-7600K volatile gas detector. Range of it is 0.1~15000 ppm. Measuring accuracy is 10~2000 ppm: ±3% of the calibration point. Formaldehyde was measured by Z-300XP formaldehyde detector. Range of it is 0~30 ppm. Measuring accuracy is ±5%. PM$_{10}$ was tested by GRIMM1.109 Portable Aerosol Spectrometer. Mass concentration range is 0.1~100000μg/m$^3$, and the repeatability is 5%. This article referred to the standards for comprehensive reference \[24, 25\]. They gave the concentration limit of each pollutant (CO: 10 mg/m$^3$; CO$_2$: 0.10%; TVOC: 0.60 mg/m$^3$; formaldehyde: 0.10 mg/m$^3$; PM$_{10}$: 0.150 mg/m$^3$). The subjective survey was referred to the relevant literature \[26\], and a questionnaire form of human subjective evaluation of satisfaction was adopted. The content included: the quality of indoor air, the freshness of the air at the location, and the severity of various odors. Whether the people were satisfied in this environment, etc. That was (Very dissatisfied: -3, Fairly dissatisfied: -2, Slight dissatisfied: -1, Neutral: 0, Slight satisfied: +1, Fairly satisfied: +2, Very satisfied: +3).

Methods

Time of winter study was from December 10 to 25, 2013, and it was from June 15 to 27, 2014 in summer. Nine underground buildings in Xi’an were tested. Types of those included underground shopping malls, underground snack cities, and underground electronic cities were shown in Fig. 1. The conditions were continuously monitored in the underground buildings during business hours (10:00-12:00, 14:00-18:00). Indoor temperature, humidity, CO, CO$_2$, TVOC, formaldehyde and PM$_{10}$ were all tested the same time. The sampling point was set in areas with high personal density. Heights of sampling were at the breathing zone of the crowd (1.2 to 1.5 m).

Indoor temperature, humidity, CO, and CO$_2$ were all tested by IAQ-calc7545 indoor air quality detector. Temperature range is 0~60°C. Measuring accuracy is ±0.6°C. Relative humidity range is 5~95% RH. Measuring accuracy is ±3.0% RH. Range of CO$_2$ is 0~5000 ppm. Measuring accuracy is ±3.0% or ±50 ppm of reading. Range of CO is 0~500 ppm. Measuring accuracy is ±3.0% or ±3 ppm of reading. TVOC was used by PGM-7600K volatile gas detector. Range of it is 0.1~15000 ppm. Measuring accuracy is 10~2000 ppm: ±3% of the calibration point. Formaldehyde was measured by Z-300XP formaldehyde detector. Range of it is 0~30 ppm. Measuring accuracy is ±5%. PM$_{10}$ was tested by GRIMM1.109 Portable Aerosol Spectrometer. Mass concentration range is 0.1~100000μg/m$^3$, and the repeatability is 5%. This article referred to the standards for comprehensive reference \[24, 25\]. They gave the concentration limit of each pollutant (CO: 10 mg/m$^3$; CO$_2$: 0.10%; TVOC: 0.60 mg/m$^3$; formaldehyde: 0.10 mg/m$^3$; PM$_{10}$: 0.150 mg/m$^3$). The subjective survey was referred to the relevant literature \[26\], and a questionnaire form of human subjective evaluation of satisfaction was adopted. The content included: the quality of indoor air, the freshness of the air at the location, and the severity of various odors. Whether the people were satisfied in this environment, etc. That was (Very dissatisfied: -3, Fairly dissatisfied: -2, Slight dissatisfied: -1, Neutral: 0, Slight satisfied: +1, Fairly satisfied: +2, Very satisfied: +3).

Fig. 1. Physical drawings of three typical underground buildings: a) underground shopping malls, b) underground snack cities, c) underground electronic cities.
Results and Discussion

Results of Pollutants

The results showed the average indoor concentrations of formaldehyde, PM$_{10}$, CO$_2$, TVOC, and CO were 0.126 mg/m$^3$, 0.244 mg/m$^3$, 0.128%, 0.995 mg/m$^3$, and 4.13 mg/m$^3$. The concentrations of formaldehyde, PM$_{10}$, CO$_2$, and TVOC exceeded the standard of 1.26, 1.62, 1.28, and 1.66 times, respectively. The concentrations of TVOC were the worst, it was consistent with the literature [26, 27]. Among the three types of buildings, air pollution in underground shopping malls was the most serious. Average multiples of formaldehyde, PM$_{10}$, CO$_2$, and TVOC exceeded the standard of 1.98, 1.86, 1.49, and 2.16 times, respectively. The most severe was still TVOC, it was consistent with the literature [28]. The details were shown in Table 1.

Relationship between Monitoring Data and Season

Fig. 2a) shows the average concentration of CO in nine underground buildings did not exceed the limit set by the standard. The highest average concentration was in C-3, and it was 6.72 mg/m$^3$. Relevant literature showed the content of CO in cigarette smoke produced by smoking was the highest [26]. There were few smokers in the testing at that time, and the concentration of CO could keep in a lower range.

Fig. 2b) shows the average concentration of CO$_2$ in underground shopping malls and the underground snack cities all exceeded the standard. The average concentration of that in underground electronic cities did not exceed the standard at the same time [26]. This was because the large flow of people in the underground shopping malls and the underground snack cities [20]. The average concentrations of A-1, A-2, and A-3 were 0.157%, 0.143%, and 0.149%, respectively. They exceeded the standards by 1.57, 1.43, and 1.49 times, respectively. The average concentrations of C-1, C-2, and C-3 were 0.112%, 0.135%, and 0.193%, respectively. They exceeded the standards by 1.12, 1.35, and 1.93 times, respectively. The highest concentration of CO$_2$ was C-3, which exceeded the standard more seriously.

Fig. 2c) shows the average concentration of TVOC in underground shopping malls and underground snack cities were more serious [26]. The average concentration of that in underground electronic cities was near the standard limit. The average concentrations of A-1, A-2, and A-3 were 1.48 mg/m$^3$, 1.25 mg/m$^3$, and 1.16 mg/m$^3$, respectively. They exceeded the standards by 2.46, 2.09, and 1.93 times, respectively. The average concentrations of C-1, C-2, and C-3 were 0.921 mg/m$^3$, 1.04 mg/m$^3$, and 1.23 mg/m$^3$, respectively. They exceeded the standards by 1.54, 1.73, and 2.05 times, respectively. The average concentrations of underground shopping malls exceeded the standards seriously. There were many leather goods, cosmetics, and other products with high VOCs content in underground shopping malls. Another reason was that there were many people in shopping time [10, 26]. The main reason for the underground snack cities to exceed the standard was the indoor food packaging and cooking oil fume. There were mainly electronic

<table>
<thead>
<tr>
<th>Location</th>
<th>Formaldehyde (mg/m$^3$)</th>
<th>PM$_{10}$ (mg/m$^3$)</th>
<th>CO$_2$ (%)</th>
<th>TVOC (mg/m$^3$)</th>
<th>CO (mg/m$^3$)</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>Average</td>
<td>Range</td>
<td>Average</td>
<td>Range</td>
<td>Average</td>
</tr>
<tr>
<td>A-1</td>
<td>0.220</td>
<td>0.211~0.228</td>
<td>0.299</td>
<td>0.279~0.319</td>
<td>0.157</td>
</tr>
<tr>
<td>A-2</td>
<td>0.175</td>
<td>0.172~0.178</td>
<td>0.268</td>
<td>0.264~0.271</td>
<td>0.143</td>
</tr>
<tr>
<td>A-3</td>
<td>0.199</td>
<td>0.196~0.202</td>
<td>0.271</td>
<td>0.251~0.291</td>
<td>0.149</td>
</tr>
<tr>
<td>Average</td>
<td>0.198</td>
<td>0.172~0.228</td>
<td>0.279</td>
<td>0.251~0.319</td>
<td>0.149</td>
</tr>
<tr>
<td>B-1</td>
<td>0.073</td>
<td>0.064~0.082</td>
<td>0.194</td>
<td>0.175~0.212</td>
<td>0.089</td>
</tr>
<tr>
<td>B-2</td>
<td>0.073</td>
<td>0.071~0.075</td>
<td>0.170</td>
<td>0.139~0.201</td>
<td>0.090</td>
</tr>
<tr>
<td>B-3</td>
<td>0.052</td>
<td>0.042~0.061</td>
<td>0.171</td>
<td>0.147~0.194</td>
<td>0.083</td>
</tr>
<tr>
<td>Average</td>
<td>0.066</td>
<td>0.042~0.082</td>
<td>0.178</td>
<td>0.139~0.212</td>
<td>0.087</td>
</tr>
<tr>
<td>C-1</td>
<td>0.099</td>
<td>0.082~0.115</td>
<td>0.218</td>
<td>0.182~0.254</td>
<td>0.112</td>
</tr>
<tr>
<td>C-2</td>
<td>0.100</td>
<td>0.097~0.102</td>
<td>0.264</td>
<td>0.221~0.307</td>
<td>0.135</td>
</tr>
<tr>
<td>C-3</td>
<td>0.142</td>
<td>0.137~0.146</td>
<td>0.340</td>
<td>0.317~0.363</td>
<td>0.193</td>
</tr>
<tr>
<td>Average</td>
<td>0.113</td>
<td>0.082~0.146</td>
<td>0.274</td>
<td>0.182~0.363</td>
<td>0.146</td>
</tr>
<tr>
<td>Average</td>
<td>0.126</td>
<td>0.042~0.228</td>
<td>0.244</td>
<td>0.139~0.319</td>
<td>0.128</td>
</tr>
</tbody>
</table>

products of underground electronic cities, and the average concentrations of that were low.

Fig. 2d) shows the average concentration of formaldehyde in underground shopping malls was more serious than the standard. The average concentration of that in underground electronic cities did not exceed the standard, but the average concentration of C-3 was exceeded the standard [26]. Among them, the average concentrations of A-1, A-2, A-3 were 0.220 mg/m$^3$, 0.175 mg/m$^3$, and 0.199 mg/m$^3$, respectively. They exceeded the standards by 2.20, 1.75, and 1.99 times, respectively. Leather goods, clothing and other products would contact with air to emit much formaldehyde [10]. The average concentration of C-3 was 0.142 mg/m$^3$, and it was exceeded the standard by 1.42 times. The main reason for underground snack city was renovated soon after it was put into use. Many adhesives would release more formaldehyde at that time [10]. The average concentrations of formaldehyde in summer were significantly higher than that in winter.

Fig. 2e) shows the average concentration of PM$_{10}$ exceeded the standard. The range of exceeding the standard value was from 1.13 times to 2.27 times. The average concentrations of PM$_{10}$ in underground snack cities and underground shopping malls were all serious [26]. Relevant literature showed that PM$_{10}$ was usually positively related to the flow of people [29]. There was a high average concentration of PM$_{10}$ in underground shopping malls and underground snack cities because of the large flow of people. The underground snack cities

Fig. 2. Average concentration of pollutants in various underground buildings: a) CO in summer and winter, b) CO$_2$ in summer and winter, c) TVOC in summer and winter, d) Formaldehyde in summer and winter, e) PM$_{10}$ in summer and winter.
itself also produced most particulate matter due to the combustion of a large amount of fuel [30]. Therefore, it could be seen that PM10 was also one of the prominent pollutants in underground buildings.

**Objective Assessment of Indoor Air Quality**

Comprehensive pollution index method [27, 31], and combined with the standard of indoor air quality [24] were all used to objectively evaluate indoor air quality in this paper. The comprehensive pollution index method was taken the measured pollutant concentration value $C_i$ (average value) as the objective evaluation index. Inverse of the standard concentration limit $S_i$ of the pollutant was as a weighting factor to calculate the sub-index $I_{i\max}$ for each pollutant, and the maximum value ($I_{\max}$) was selected from it by comparison. Then calculate the average value ($I_{av}$) of the i pollutant quality sub-index. The geometric mean of the two is the air quality index ($I$). The mathematical expression is as follows [31].

$$I = \sqrt{i_{\max} \times i_{av}} = \sqrt{\max \left( \frac{C_1}{S_1}, \frac{C_2}{S_2}, \ldots, \frac{C_k}{S_k} \right) \times \left[ \frac{1}{k} \sum_{i=1}^{k} \frac{C_i}{S_i} \right]}$$  \( (1) \)

The degree of indoor air pollution could be evaluated according to the calculated comprehensive pollution index $I$. The greater the value of $I$ was, the more serious the comprehensive pollution was. Results of indoor air quality comprehensive evaluation of 9 underground buildings were shown in Table 2.

Pollution was the most serious in underground shopping malls. A-1 was the most polluted, A-2 and A-3 were both moderately polluted. The average of them was moderately polluted. The second was the underground snack cities. C-1 was light polluted, C-2 and C-3 were moderately polluted. The average of them was moderately polluted. The pollution of underground electrical cities was lighter than those of others. B-1 was the lightly polluted, B-2 and B-3 were both uncontaminated. The average of them was uncontaminated. The largest indoor pollutants in the nine underground buildings were mainly the TVOC and PM10. In addition, formaldehyde could not be ignored. It might be connected to the poor ventilation effect of the underground building [10, 26]. The haze weather in winter in Xi'an would also make the concentration of pollutant increased more quickly. It was necessary to increase the environmental sanitation of underground buildings in the later stage, especially to strengthen ventilation and air filter purification [32, 33].

**Relationship between Human Satisfaction and Concentration of Various Pollutants**

There were 514 questionnaires in this study, 263 in winter and 251 in summer. The ratio of male to female was nearly 1: 2. It was about 80% between 26 and 35 years old, about 10% under the age of 26, and another 10% of others were over 35. Table 3 showed the results of statistics on indoor air quality satisfaction.

It showed the worst satisfaction with the indoor air quality of the underground malls, and it was A-2>A-3>A-1. The next followed by the snack cities, it was C-1>C-2>C-3. While the underground electronic cities...
were satisfied, it was B-3>B-1>B-2. The summer and winter satisfaction rates were shown in Figs 3-7. Fig. 3 shows the relationship between human satisfaction and CO showed no correlation (the

<table>
<thead>
<tr>
<th>Location</th>
<th>Underground shopping malls</th>
<th>Underground electronic cities</th>
<th>Underground snack cities</th>
</tr>
</thead>
<tbody>
<tr>
<td>A-1</td>
<td>-1.92</td>
<td>1.06</td>
<td>-0.46</td>
</tr>
<tr>
<td>A-2</td>
<td>-1.37</td>
<td>0.72</td>
<td>-0.83</td>
</tr>
<tr>
<td>A-3</td>
<td>-1.64</td>
<td>1.22</td>
<td>-1.11</td>
</tr>
<tr>
<td>B-1</td>
<td>1.06</td>
<td>0.72</td>
<td>-0.46</td>
</tr>
<tr>
<td>B-2</td>
<td>0.72</td>
<td>1.22</td>
<td>-0.83</td>
</tr>
<tr>
<td>B-3</td>
<td>1.22</td>
<td>1.29</td>
<td>-1.11</td>
</tr>
<tr>
<td>C-1</td>
<td>-0.46</td>
<td>-0.83</td>
<td>-1.11</td>
</tr>
<tr>
<td>C-2</td>
<td>-0.83</td>
<td>-1.11</td>
<td></td>
</tr>
<tr>
<td>C-3</td>
<td>-1.11</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

Fig. 3. Relationship between air quality satisfaction and CO.

Fig. 4. Relationship between air quality satisfaction and CO₂.

Fig. 5. Relationship between air quality satisfaction and TVOC.
correlation coefficients were only 0.313 and 0.216, respectively). Figs 4 to 7 showed there was a good correlation between human satisfaction and formaldehyde, PM$_{10}$, CO$_2$, and TVOC. The correlation between human satisfaction and TVOC in summer was better than in winter. The correlation between human satisfaction and formaldehyde in winter was better than in summer. The correlation between human satisfaction and PM$_{10}$ in winter was better than in summer. The correlation between human satisfaction and CO$_2$ in summer was better than in winter. Specific features were shown in Table 4.

Table 4 shows human satisfaction limit for CO$_2$ was close to the standard value [24]. It was 0.099% (summer) <0.10% <0.106% (winter). Satisfaction limit for TVOC was higher than the standard value [24].
It was 0.815 mg/m$^3$ (winter) <0.6 mg/m$^3$ <0.85 mg/m$^3$ (summer). Satisfaction limit for formaldehyde was lower than the standard value [24]. It was 0.08 mg/m$^3$ (winter) <0.1 mg/m$^3$ <0.087 mg/m$^3$ (summer). Satisfaction limit for PM$_{10}$ was slightly higher than the standard value [24]. It was 0.178 mg/m$^3$ (summer) <0.15 mg/m$^3$ <0.229 mg/m$^3$ (winter). The results of PM$_{10}$ in winter and in summer were much different, which might be

limit for PM$_{10}$ was slightly higher than the standard value. Both was slightly higher than the standard value. Satisfaction limit of TVOC was close with the standard value. Both satisfaction limit for PM$_{10}$, but formaldehyde should also be paid attention. It would provide a reference to build a good condition in underground buildings in the future.

Conclusions

In this paper, the indoor air quality was tested of nine underground buildings in Xi’an, and the finding out indoor staff’s satisfaction were also conducted to get the following preliminary conclusions:

1. The concentrations of four pollutants except for CO were all exceeding the standard. The most serious pollutions were in the underground shopping malls, followed by underground snack cities. The lightest pollutions were in the underground electronic cities. The most prominent pollutants were PM$_{10}$ and TVOC, followed by formaldehyde.

2. Indoor air quality of underground shopping malls was the worst satisfaction with people, followed by underground snack cities. While the underground electronic cities were satisfied.

3. Satisfaction limit of formaldehyde was lower than the standard value. Satisfaction limit of TVOC was higher than the standard value. Satisfaction limit of PM$_{10}$ was slightly higher than the standard value. Satisfaction limit of CO$_2$ was close with the standard value. Both of the pollutant concentrations and human subjective feelings should need to consider comprehensively for indoor air quality, and it would contribute to develop widely and application of underground buildings.

Conflict of Interest

The authors declare no conflict of interest

References

26. ZHAO F.L. Experimental research and evaluation on indoor air quality of typical urban underground buildings. Xi'an University of Architecture and Technology, Xi'an, 2015.