
Introduction

Current Situation

Reaching a substantial cut in greenhouse gases 
emissions (GHGs) or even carbon neutrality by 2050  

is a tremendous task for the whole mankind. 
Anthropogenic GHGs originate from all spheres 
of human activities, among which industry and 
transportation play a major role; with industry being 
responsible for around one third of the GHGs [1, 2]. 
Major share of industrial GHGs emissions result from 
the production of energies and media, mostly of electric 
energy and heat carriers (water steam), consumed  
in the production processes [3, 4]. While industrial 
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needs for electric energy are largely covered by import 
from outer grid, steam demand is satisfied by steam 
production on-site in dedicated industrial combined 
heat and power units (CHPs) [5, 6]. 

Many existing thermal power plants (TPPs) and 
CHPs throughout Europe have to face their advanced 
age, deteriorated efficiency and the strengthening 
pressure to lower their carbon footprint [7, 8] both due 
to legislation [9] and growing carbon price [10, 11]. On 
the contrary to radical solutions such as rapid shut down 
of coal power plants which is associated with immense 
costs [12], rehabilitation and repowering of the existing 
units to prolong their service, increase their efficiency 
and decrease the pollutants emissions appears more 
feasible [13, 14]. Many countries that relied heavily on 
coal power plants, such as Russia [15], Poland [16, 17], 
Czechia and Slovakia [18, 19] or Balkan countries [20, 
21], chose to follow this path. The power production 
sector and the associated renovation activities receive a 
lot of attention both from governments and researchers 
[22, 23]. Municipal CHPs are under comparable 
renovation pressure due to municipal air quality, heat 
production costs and supply reliability and public 
relations [24, 25]. Industrial CHPs largely remain out 
of spotlight and only a few studies on their repowering 
have been published recently [26, 27].

Repowering of Thermal Power Plants and Industrial 
Combined Heat and Power Units

Repowering of an existing thermal power plant (TPP) 
or an industrial combined heat and power unit (CHP) 
can be performed on various degrees of complexity, 
and it may require extensive investment associated 
with the replacement of one or several key obsolete 
components [28]. Reasons for repowering include the 
need to prolong the lifetime of an existing plant [29], 
which is less costly than constructing a new one, to cut 
down fuel costs and other operational expenses [30], 
and to decrease its impact on the environment [24, 31]. 
Often, an increase in the production capacity and plant 
flexibility is also pursued [32, 33]. Considering these 
goals, several approaches can be adopted, including:
 – Fuel switch to cleaner and/or cheaper one, often 

retrofitting fossil fuel boiler to (co-) combustion of 
natural gas [34], process gases [35], biomass [36, 37] 
or waste fuels [38, 39];

 – Refitting the existing boilers to oxycombustion 
[40], which requires installation of an air separation 
unit for oxygen-enriched air production [41, 42] 
improving fuel burnout, cuts down greenhouse gases 
emissions [43, 44], and can be a pre-requisite to 
carbon capture from flue gas [45, 46];

 – Supplementing the existing boilers with a gasification 
unit [47, 48], enabling processing of a wide range of 
even low-quality materials into combustible gas [49, 
50]; 

 – Adding a „topping“ unit to the existing Rankine 
cycle unit, usually a gas turbine [51, 52], internal 

combustion engine [53] or a battery of fuel cells 
[32], resulting in multiple variants of modified plant 
layout [54].
Each of those variants results in layout reorganization 

of the remaining plant parts, usually including changes 
in boiler feedwater train [55, 56], boiler air and flue 
gas fans, and in flue gas and ash handling equipment 
[57] to boost the energy efficiency even further and to 
meet the tightening limits of pollutant emissions set by 
legislation [58]. Steam boiler retrofitting for alternative 
fuel as well as refitting to oxycombustion are relevant 
in large units, especially in thermal power plants where 
the effect of scale plays an important role [59, 60]. 
Cheap fuels of reasonable quality (such as dry biomass 
or waste fraction) can, however, be used in smaller 
boilers after a cheap retrofit or boiler replacement [61-
63]. However, only a retrofit coupled with topping unit 
installation increases the plant’s capacity and improves 
its flexibility, both being valuable assets making 
this means of repowering especially interesting for 
industrial CHPs [64]. Among topping units, gas turbines 
(GTs) are of highest relevance to industrial application. 
Internal combustion engines are traditionally applied 
in municipal CHPs [65] and are less interesting for 
heavy industry as they release waste heat at lower 
temperatures than the gas turbines. Thus, repowering 
by GTs will be analyzed in more detail.

Repowering with Gas Turbines

Gas turbines use clean gaseous or liquid fuels 
combusted with significant excess of air under pressure. 
The resulting hot, pressurized gas is routed to an 
expander which drives the air compressor and generator 
at the same time. Depending on the gas turbine type, 
flue gases leave the expander at 400 to 600ºC [66, 
67]. Owing to their high temperature and reasonable 
amount of remaining oxygen, the following options of 
gas turbine integration into an existing CHP can be 
considered:
 – “Hot windbox”, where exhaust gas from GT is used 

in the existing steam boiler as preheated combustion 
air or it preheats combustion air for the boiler [68, 
69]. Here, a new GT is the only major equipment to 
be installed with a moderate increase in plant output 
and a slight increase in its efficiency.

 – Partial steam boiler supplementing by adding a heat 
recovery steam generator (HRSG) downstream the 
GT utilizing flue gas heat content for high quality 
steam production [70]. Thus, the existing steam boiler 
operation continues at decreased load. Alternatively, 
a part of the boiler feedwater preheating train can be 
replaced by heat recovery feedwater heater [68].

 – “Full repowering” with existing steam boiler 
replacement by a heat recovery steam generator 
[71, 72]. As a result of this invasive technique, 
an up to 200 % increase in power production can 
be expected accompanied by reasonable increase  
in plant efficiency.
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 – Autonomous design with separate power production 
by gas and steam turbines. Steam produced in a 
heat recovery steam generator is injected into the 
GT combustion chamber and expands along with 
flue gas [52]. This design is very flexible and offers 
only a slight decrease in efficiency compared to 
“full repowering” [64]. On the other hand, steam 
is exhausted to atmosphere together with flue gas  
and a make-up water unit with sufficient capacity 
or a flue gas cooler for partial water condensation is 
required [73].
As discussed above, most studies analyzing 

repowering with GTs are applied to large power plants. 
A few studies deal with industrial CHPs: Ahmadi et al. 
[54] tested several design layouts and several suitable 
gas turbines for repowering of a mid-size industrial 
CHP in a petrochemical complex. Economy of scale and 
existing steam pressure levels enabled only for a single-
pressure HRSG design. Full repowering option yielded 
an almost eight-fold increase in power production 
while maintaining the current steam supply to the 
customers while consumption and GHGs emissions 
were expected to increase 1.6 times only. Gambini et 
al. [74] considered various configurations of a CHP in 
pulp and paper industry based on steam turbines, gas 
turbines, combined cycles, and internal combustion 
engines. Considering the heat and power ratio of the 
plant, seasonal load dependence and multiple economic, 
environmental, and energetic factors evaluated by  
a dedicated software, the best solution for the model 
plant was identified. In our previous study [75], four 
suitable gas turbines were selected for incorporation 
into an existing CHP unit in a pulp and paper mill with 
the prospect of boosting power production, minimizing 
the need for power import in future and provisioning 
ancillary services. The existing obsolete GTs should be 
decommissioned, as they showed increased operational 
expenses, decreased efficiency, and high stack losses. 
An older study [76] proposed repowering the existing 
steam plant of a steel mill by gas turbines with multi-
fuel option. Decrease of over 30 % in steam and power 
production costs could be achieved with the most 
complex (three-pressure level) HRSG design.

Aims of the Study

Despite the documented efforts to identify optimal 
repowering strategies in industrial CHPs, its practical 
limits, effects of interactions with CHP equipment, 
and seasonal steam demand variability remain largely 
unclear. Especially significant (even multifold) 
increase of power production usually accompanying 
invasive repowering options is not a feasible solution 
for industrial CHPs which rather follow the fuel 
consumption reduction goal. Furthermore, extensive 
repowering often requires longer plant shutdown which, 
in case of an industrial power plant, is inevitably 
associated with production loss possibly worsening 
the economic parameters of the repowering project. 

The presented study considers these aspects from the 
viewpoint of energy efficiency, environmental impact, 
and economic feasibility with the aim to propose  
a rather conservative approach to repowering.  
We believe this to be a viable and straightforward  
way to achieve both existing industrial plant renovation 
and efficiency improvement goal with reasonable 
investment. The following research procedure was 
designed in accordance with the aims of this study:
 – Scheme of an industrial CHP based on steam and 

electricity cogeneration was set up and its operation 
and efficiency parameters were verified;

 – Various gas turbine repowering options were 
evaluated and the best two of them were chosen for 
further study;

 – Scheme of the industrial CHP was supplemented by 
individual repowering options and calculations were 
performed for summer and winter operation mode;

 – Suitable energetic and economic indicators were 
calculated to compare the repowering options with 
base case performance;

 – Carbon dioxide emissions balance was set up based 
on material balance of fuels combustion as well as 
on external emissions from power generation;

 – A combined energetic-economic-environmental 
comparison of repowering options was performed; 
including further prospects of cost-efficient energy 
efficiency improvement.

Materials and Methods 

CHP Plant Model Setup

Fig. 1 shows the flow scheme of the studied CHP 
before repowering. The CHP combusts heavy fuel oil 
(HFO) (stream No. 35) with air (stream No. 37) producing 
very high-pressure steam and flue gas leaving to the 
atmosphere at the temperature of 190ºC. Both fuel and 
air streams are preheated in their own heat exchangers 
by high-pressure steam from an extraction-condensing 
turbine (ECT). Fuel enters the boiler at 180ºC and is 
combusted with a 30% excess of air. The considered 
fuel oil composition is (in mass fractions): carbon: 
87 %, hydrogen: 12%, and sulfur: 1% [77]. Relative 
air humidity is 65% in summer and 80% in winter. 
Saturated vapor pressure for water is obtained from the 
steam tables [78] at an average air temperature of 22ºC 
in summer and of 4ºC in winter [79]. Ambient pressure 
of 100 kPa is assumed. Minimal power production of 60 
MW is required. Electricity consumption of the CHP 
itself is typically 5% of the total electricity produced [80] 
comprising the consumption of process pumps, fans, and 
other equipment.

Feed water is preheated in a series of low temperature 
water heaters (LTWH), further heated in a degasser in-
between and, finally, heated in two high temperature 
water heaters (HTWH) to the final temperature of 
210ºC. The aim of water preheating train is to increase 
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the power production efficiency of thermal power plants 
and it is widely applied both in stationary plants [81, 82] 
and in steam-driven propulsion systems [83, 84]. Each 
water heater, as well as the degasser, is heated by steam 
from the turbine. To ensure sufficient heat-exchange 
driving force in water heaters, condensing temperature 
of the inlet steam is 5ºC above the temperature of the 
outlet feed water. Degasser is operated at full pressure. 
It is assumed that the temperature of feed water 
increases by another 30ºC in every heating step, so the 
temperature in the LTWH3 (stream No. 16) is 120ºC. 

The degasser displayed in Fig. 1 has two main 
purposes: degassing the feed water and serving as 
another feed water heater mixing water with steam from 
the steam turbine, fuel and air pre-heating condensates, 

expander steam stream and condensates from HTWH. 
Temperature of the outlet feed water (stream No. 17) is 
150ºC. Degasser exhaust (stream No. 33) represents 6 % 
of steam supplied to the degasser.

Feed water from the degasser flows through 
HTWH to the boiler where it transforms from liquid 
to gaseous state (stream No. 1) at the temperature 
of 530ºC and pressure of 9 MPa. Superheated steam 
expands by polytropic expansion in the ECT, where 
both electricity and extraction steam streams are 
produced. Expected polytropic efficiencies of steam 
expansion are summarized in Table 1 based on recent 
field study of MegaWatt range steam turbines [85] with 
seasonal variation and lower efficiency values expected  
in the wet steam region.

Fig. 1. Scheme of combined heat and power unit. Legend: CHTW = chemically treated water; EL. = electric energy; HTWH = high 
temperature water heater; LTWH = low temperature water heater. 
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Stream No. 38 represents flue gas released from 
the boiler to the atmosphere and its temperature must 
be approximately by 50ºC higher than the dew point of 
flue gases to prevent low temperature corrosion based 
on dilute sulfuric acid formation [86]. The flue gas dew 
point temperature is calculated based on the method by 
Okkes [87], employing equilibrium partial pressures 
of water steam, oxygen and sulfur trioxide in flue gas.  
A temperature of 1000ºC is considered in the 
equilibrium reaction of sulfur trioxide formation 
(Equation (1)) for its equilibrium constant calculation. 
Calculated values of the dew point temperature in 
winter and summer are summarized in Table 3.

SO2 + 0.5 O2 ↔ SO3                             (1)

Based on the calculated temperatures of 138ºC 
(winter) and 139ºC (summer), constant temperature of 
190ºC almost independent on the season of the year was 
adopted for the flue gas exiting to stack.

Repowering by Gas Turbine – Option No. 1

In this repowering proposal, original CHP is 
supplemented by one gas turbine (GT) fired by natural 
gas with a power output of approximately 15-20 MW. 
As the rest of the plant is not affected, this repowering 
option represents the most conservative approach and is 
suitable in situations where only a small change in the 
plant's operation is allowed. The average composition 
of natural gas is defined in mass fractions with average 
lower calorific value in 2020 in winter for the period  
of October-March and in summer for the period of 
April-September [88] and is summed up in Table 3. 
Pentanes and higher hydrocarbons are considered as 
butane.

Assumed realistic power production efficiency 
of the GT is 25% with mechanical efficiency of 95%, 
which results from available information from GT 
manufacturers [51]. Hot flue gas leaving the GT is 
used as combustion air in the boiler, where it is mixed  
with fresh air as shown in Fig. 2. The expected flue  
gas temperature at GT outlet is 500ºC. It is assumed  

The demand for export steam depends on the 
season. Exported stream mass flows are displayed 
in Table 2. In summer, the demand for export steam 
is lower, which results in increased mass flow of wet 
steam flowing to the turbine condenser to cope with  
the required minimum power production of 60 MW. 
This results in more waste heat production. In winter, 
the higher amount of produced low-pressure steam 
results in a reduction of turbine condenser load.  
As the ECT is designed to operate within a limited 
range of wet steam mass flows, 20 t h-1 of wet steam 
to the condenser is considered minimum and 100 t h-1 
maximum. It is assumed that boiler blowdown is boiling 
water at 9.7 MPa, which makes up to 1.5% of the total 
steam output and is routed to the blowdown expander.

Table 1. Efficiency of polytropic steam expansion.

Table 2. Demand for export steam.

Table 3. Natural gas composition.

Fig. 2.  Repowering scheme – option No. 1

Region Winter (%) Summer (%)

Superheated steam 85 80

Wet steam 75 70

Steam Steam pressure 
(MPa)

ṁwinter
(t h-1)

ṁsummer 
(t h-1)

High-pressure 3.06 60 60

Intermediate-pressure 1 80 80

Low-pressure 0.4 130 30

Hydrocarbon Winter Summer

CH4 0.8842 0.8945

C2H6 0.0490 0.0464

C3H8 0.0180 0.0194

C4H10 0.0488 0.0397
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that flue gas from the steam boiler leaves to the 
atmosphere at the same temperature as before 
repowering. Under the given conditions, an increase in 
the flue gas mass flow to the stack can be expected. To 
maintain the existing flue gas fan and the flue gas duct 
without modifications, maximal allowable increase in 
the flue gas mass flow is set to 10%.

Two different approaches were chosen for winter 
and summer. In winter, neither steam production nor 
steam turbine output is affected by repowering and 
an overall increase of total CHP power production 
is achieved. In summer, the main goal is to reduce  
the excessive condensing electricity production which 
decreases steam production while maintaining just 
the minimal required total CHP power output of  
60 MW. Here, the heat loss in wet steam is lowered and 
an increase in the plant's efficiency is achieved. Own 
consumption of electricity by the CHP equals to 5% of 
its gross electricity production. 

Repowering by Gas Turbine – Option No. 2

This option involves adding a GT fired by natural 
gas with an approximate output of 60 MW as the second 
power source. Its assumed realistic power production 
efficiency is 30% with mechanical efficiency of 95% 
[51, 54]. Flue gas leaving the combustion turbine at 
500ºC is utilized in a HRSG for superheated steam 
production. This repowering option is more invasive, 
and it affects steam production in the existing boiler as 
well as the steam turbine's load to a much bigger extent 
than option No. 1. Consequently, significant changes 
in the total power production, fuel consumption as 
well as the plant's efficiency can be expected. As in 
repowering option No. 1, reduction of condensing 

power production, e.g., fuel consumption in the existing 
boiler to minimum, has higher priority than total power 
production increase, which results in differing impact 
of repowering in summer and in winter.

Two different alternatives were considered. In 
the first alternative, a part of feed water leaving the 
degasser (stream No. 17) is pumped to the HRSG at 
the temperature of 150ºC and leaves the HRSG as 
a superheated steam at 380ºC and 3.06 MPa. Gas 
turbine and the subsequent HRSG sizing aims at fully 
replacing high pressure steam extraction (3.06 MPa) 
from steam turbine by steam production in HRSG.  
A reasonable pinch value of 17ºC was adopted in the 
sub-100 MW HRSG design from good industrial 
practice and available scientific studies [69, 89].  
The second one utilizes all features of the first 
alternative, where residual heat in flue gas after steam 
production in HRSG is used for additional stream No. 15 
preheating, thus further lowering the stack temperature. 
Thereby, in addition to the first alternative, LTWH3 
was set out of order and the corresponding steam bleed 
from the steam turbine was cancelled. Temperature 
profiles of hot and cold media in both alternatives are 
presented in Fig. 3. Scheme of the repowering option  
No. 2 including both alternatives can be seen in Fig. 4. 
Own consumption of electricity by the CHP remains 5% 
of its gross electricity production in both alternatives.

Mathematical Model

The calculation procedure is based on a 
mathematical model of CHP consisting of material and 
heat balances for every unit of CHP, both for winter 
and summer season. The basic form of the material 
balance is assembled as in Equation (2), where the sum 

Fig. 3. T-Q diagram of HRSG, **temperature in summer.
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of input mass flows equals the sum of output mass flows 
of individual streams. In a similar way, heat balance 
(Equation (3)) is compiled where the sum of input heat 
flows equal the sum of output heat flows. 

                    (2)

where ṁin is the input mass flow, t h-1, and ṁout is the 
output mass flow, t h-1.

            (3)

where hin is the enthalpy of the specific input stream, MJ 
t-1, ṁin is the input mass flow, t h-1, hout is the entalphy of 
the specific output stream, MJ t-1, and ṁout is the output 
mass flow, t h-1. Stream enthalpies are estimated based 
on stream properties and composition, using physico-
chemical properties database including specific heat 
capacities of individual components [78], and online 
steam properties calculator [90]. Steam turbine power 
output, Pel,ST , is calculated via Equation (4)

  (4)

where lower indices denote inlet steam and outlet steam 
streams and ηmech,ST stands for steam turbine's mechanical 
efficiency. 

Inclusion of gas turbines in the model, option 
No. 1, starts with calculating the composition of flue 
gas, which is important for heat capacity and flue 
gas enthalpy determination, but also for boiler mass  

and heat balance adjustment. Using the known value 
of electrical and mechanical efficiency of the GT, the 
part of heat released by the combustion of natural gas 
leaving with the flue gas, Equation (5), and part of heat 
consumed in electricity production, Equation (6), was 
calculated for 1 kg of natural gas per hour.

            (5)

where Q
. 
el is the heat flow consumed during electricity 

production, MJ h-1, ηmech,GT is the power production 
efficiency of GT, -, ηmech,ST is the mechanic efficiency of 
GT, -, LHVNG is the lower heating value of natural gas, 
MJ kg-1, and ṁNG is the mass flow of natural gas.

     (6)

where Q
. 
FG is the heat flow in the exiting flue gas, MJ h-1.

In the next step, mass flow of flue gas produced 
per 1 kg of combusted natural gas is calculated using 
Equation (7). This calculation is not straightforward, 
as the flue gas composition and thus its heat capacity 
are not known. The calculation is performed by a series 
of iterations, whereby the final heat capacity of the flue 
gas is estimated.

                (7)

where m
. 
FG is the mass flow of flue gas produced 

per 1 kg of natural gas, kg h-1, Q
. 
FG is the heat flow 

Fig. 4. Repowering scheme – option No. 2, a) first alternative, b) second alternative, legend: SHS = superheater, EVAP = evaporator,  
ECO = economizer, LTWH3 = low temperature water heater No. 3.
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in the exiting flue gas, MJ h-1, c̄ p,FG is the average specific 
isobaric heat capacity of flue gas, tFG is the temperature 
of flue gas, and tref is the reference temperature of 0ºC.

Excess air for heavy fuel oil combustion in the 
original boiler remains unchanged, allowing for 
calculation of the material balance of heavy fuel 
combustion with flue gas from GT mixed as combustion 
air with fresh air for 1 kg per hour of flue gas.  
The next step is divided into two parts, for winter and 
summer season. In winter, mass and heat balances for 
every unit of CHP except for the original boiler remain 
unchanged and only iterations for the overall mass 
balance of heavy fuel oil combustion are performed. In 
summer, reduction of the condensing power production 
is desired, so the amount of steam produced in the 
boiler is reduced. Therefore, a series of iterations both 
for overall material balance of heavy fuel combustion 
and for the individual units in CHP are performed.  
The last step is to calculate the actual amount of 
natural gas consumed in the GT combustion chamber 
and the actual overall material balance of natural gas 
combustion. Power produced by the gas turbine, Pel,ST, 
is calculated via Equation (8):

          (8)

First and second steps of repowering option  
No. 2 calculation procedure are identical with those of 
option No. 1, applying Equations (4), (5) and (6). After 
completing the first two steps, the overall material 
balance of natural gas combustion for 1 kg of combusted 
natural gas is calculated.

Equations of material and enthalpy balances for 
LTWH1, LTWH2, LTWH3 (for the first alternative), 
HTWH1, HTWH2, blowdown expander, condenser, 
fuel oil preheating and air remain valid. The addition 
of a HRSG increases the mass flow of the blowdown to 
the expander, as well as that of saturated steam flowing 
from the expander to the degasser. Therefore, steam 
mass flow from the condensing turbine (stream No. 6a) 
to the degasser decreases. Since a part of the feed water 
from the degasser goes to the flue gas boiler (Equation 
(9)), less heat needs to be transferred in HTWH1 and 
HTWH2, as also the mass flow of high-pressure steam 
to HTWH1 (stream No. 4) is lower.

         (9)

where ṁ17 is the mass flow of feed water from the 
degasser, ṁtoHRSG is the part of the feed water pumped 
to HRSG, and ṁtoHTWH1

 is the feed water mass flow into 
HTWH1 and HTWH2.

As a result, the demand for superheated steam 
production in the original boiler decreases as well as 
the amount of feed water from HTWH2, which again 
affects the amount of transferred heat and the mass 
flow of high-pressure steam. Calculation of material  
and heat balances of individual CHP units is therefore 
iterative.

When the mass flow of feed water to the HRSG is 
known, the amount of heat received by the feed water in 
the HRSG can be obtained. Subsequently, flue gas mass 
flow required to heat, evaporate and overheat the feed 
water to the required state of 3.06 MPa and 380ºC can 
be calculated. Based on the actual flue gas mass flow, 
the last step is to calculate the actual overall material 
balance of natural gas combustion. Finally, net power 
output of the CHP in any of the considered options, 
i, (base case without repowering, repowering option  
No. 1, repowering option No. 2), Pel,CHP,i, is calculated 
using Equation (10) where 0.95 includes the assumed 
internal power consumption of 5%.

    (10)

Process Economics and Investment 
Cost Estimation

When choosing the most suitable repowering 
proposal, calculation of the initial investment and 
payback period is a crucial step. First, the price of GT 
and HRSG is calculated. The cost of the gas turbine is 
calculated using Equations (11) and (12) [91], cost of the 
HRSG is calculated based on Equation (13) [92].

                  (11)

                  (12)

where y is the price of GT in 2008, USD kW-1, x 
is the net GT output, MW, and CGT,2008 is the price of GT 
in 2008, USD.

(13)

where CHRSG,1996 is the price of HRSG in 1996, USD, 
ΔTls is the logarithmic mean of temperatures 
in the individual parts of the HRSG, K, C41 - C43 are 
coefficients given in Table 4, Q

. 
SH is the heat flow in 

superheater, kW, Q
. 
evap is the heat flow in vaporizer, 

kW, Q
. 
eco is the heat flow in economizer, kW, Q

. 
LTWH3 

is the heat flow in the part of HRSG substituting 
LTWH3, kW, ṁtoHRSG is the mass flow of feed water 
flowing to HRSG, kg s-1, and ṁflugas is the mass flow of 
flue gas from GT, kg s-1.

In the next step, USD are converted to EUR based 
on the current exchange rate of 100 USD = 82.88 EUR 
[93]. Subsequently, the price is recalculated using  
the CEPCI (Chemical Engineering Plant Cost Index) 
index to the current price based on Equations (14)  
and (15) using the latest available data for 2019 [94]  
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and values for years 1996 and 2008. CEPCI index 
values are displayed in Table 5. Such price recalculation 
considers the development of equipment cost, labor cost 
and other factors that impact the final price estimate 
and is a common way to make the price estimate more 
accurate [95].

        (14)

where CGT,2019 is the cost of GT in 2019, EUR, CEPCI2019 
is the index value in 2019, -, CEPCI2008 is the index value 
in 2008, -, and CEPCI2008 is the cost of GT in 2008, 
EUR.

  (15)

where CHRSG,2019 is the cost of HRSG in 2019, EUR, 
CEPCI2019 is the index value in 2019, -, CEPCI1996 is the 
index value in 1996, -, and CHRSG,2019 is the cost of HRSG 
in 1996, EUR.

Not only the cost of the main equipment is important 
but also cost related to the preparation of the site, 
installation of new pipelines, metering and regulation 
equipment, financial reserves for unforeseen events 
and other factors play role in the final investment cost 
estimation. The overall investment cost of repowering 
is calculated based on Equation (16) using Lang's 
factors listed in [95] adjusted according to the CHP 
requirements displayed in Table 6.

 (16)

where the lower indices represent the following: 
PIP – piping, ER – erection, INST – installation, 
ELEC – electric equipment installation and wiring, 
SP – site preparation, DEC – direct engineering costs, 

CONT – contingency, WC – working capital. Simple 
payback period (SPBP), Equation (17), is determined  
for each repowering alternative, i, as the share of 
investment cost estimated by Equation (16) and sum 
of differential cash flows, summed over j working 
hours per year. Differential cashflow, Equation (18), 
is the difference between (income from net produced 
electricity minus fuel costs) before and after the 
repowering. Annual working time assumed is 8600 
hours, with summer and winter regime deemed to last 
3400 hours each.

            (17)

 (18)

where ṁ35 is the mass flow of used heavy fuel oil 
(stream No. 35), t h-1, C35 is the price of heavy fuel oil,
€ t-1, ṁNG is the mass flow of used natural gas, t h-1, CNG 
is the price of natural gas, € t-1, ṁCO2,CHP is the mass flow 
of produced carbon dioxide in CHP, t h-1, CCO2

 is the 
price of carbon dioxide, € t-1, Pel,CHP is the net electric 
output of CHP, MW, and Cel is the price of electricity, 
€ MWh-1.

Based on market prices monitoring, it is obvious 
that prices mentioned in Equation (18) are not stable 
and change due to various macro- and microeconomic 
factors. Natural gas price varied a lot in past 
years, mostly between 150 and 450 € t-1 [96] but, 
as for input for economic analysis, following price 
relation to heavy fuel oil price in € GJ-1 is assumed: 
0.9:1; 1:1; 1.1:1. Therefore, a range of those prices is 
chosen for sensitivity analysis following the actual 
prognosis of price developments summarized in Table 7 
with the help of data from [97-99].

Energetic and Environmental Evaluation

Growing interest in more efficient use of thermal 
energy is supported as greenhouse emissions are 

Table 4. Coefficients for calculating the HRSG investment costs 
(Equation (13)).

Table 5. CEPCI index values.

Coefficient Value

C41 (USD kW–0.8 K0.8) 6570

C42 (USD kg–1 s) 21 276

C43 (USD kg–1.2 s 1.2) 1184.4

Year CEPCI index (-)

1996 382

2008 575

2019 607.5

Table 6. Adjusted Lang's factors.

Factor categorization Factor (-)

fER – equipment erection 0.4

fPIP – piping 0.35

fINST – instrumentation 0.2

fELEC – electrical 0.1

fSP – site preparation 0.1

fDEC – design and engineering 0.5

fCONT – contingency 0.2

fWC – working capital 0.3
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produced during fuel combustion and carbon price has 
risen rapidly in the last few years. When considering 
the most suitable repowering proposal, the amount  
of carbon dioxide released in the flue gas to the 
atmosphere in situ (in CHP) is an important factor 
calculated from the flue gas flow and composition using 
Equation (19). In case of repowering option No. 2, CO2 
in flue gas both from boiler and GT is summed up 
separately in Equation (20).

             (19)

where ṁCO2,CHP is the mass flow of carbon dioxide 
emitted in CHP, t h-1, ṁ38, is the mass flow of flue gas, 
t h-1, and ṁ38,CO2

 is the mass fraction of carbon dioxide, -.

(20)

where ṁfluegas is the mass flow of flue gas from GT, t h-1, 
and wfluegas,CO2

 is the mass fraction of carbon dioxide in 
flue gas from GT, -.

A change in an industrial CHP performance will 
inevitably affect its surroundings. As it supplies heat 
and power to the industrial production units, any 
change in power production, at the same heat delivery, 
will cause transmission system imbalance and induce 
a change in power production with an opposite sign 
elsewhere. To quantify the environmental impact of 
such an action, power production emission factors 
are used [14, 100], expressing the released carbon 
dioxide emissions (or emissions of several important 
greenhouse gases recalculated to CO2 equivalent) 
per unit of produced electricity [101]. While this 
concept is clear, there is a lively debate on its proper 
application to find a unified approach to this emission 
factor estimation [102]. Several researchers use a single 
average country-related value while others incorporate 
power import and export and yet others recommend 
using marginal factors [103] that might vary seasonally 
as well as during a single day depending on the actual 
balance of the grid [104]. Moreover, with increasing 
use of renewables in the electric energy production 
sector [105], the corresponding emission factor values 
are likely to decrease in future, which should also be 
considered [106, 107]. Therefore, it makes little sense to 
use a single emission factor value and two distinctive 
scenarios were set up: one adopting the emission factor 

of Slovenské elektrárne, a.s., adopted from our previous 
study [108]; and the other one the emission factor of 
a conventional coal power plant [109]. Thus, a more 
realistic assessment of possible carbon dioxide balance 
changes resulting from repowering is targeted. Overall 
carbon dioxide balance incorporating the external power 
production effect is assessed by Equation (21) with EF 
denoting the applied emission factor. This equation 
allows comparing carbon footprint of individual 
repowering options with the base case.

         (21)

Energetic indicators chosen to document the 
repowering impact on CHP operation are: net electric 
efficiency, Equation (22); and cogeneration efficiency, 
Equation (23).

                       (22)

where ηel is the electric efficiency of CHP, -, Pel,CHP,i  
is the net electric output of CHP, MW, and  Q

. 
comb,i 

is the heat flow released by fuel combustion, MW.

       (23)

where ηcog is the cogeneration efficiency of CHP, -, 
Q

. 
export is the heat export, MW, Q

. 
CHTW is the heat flow 

of chemically treated water, MW, Pel,ECT is the electric 
output of ECT, MW, Pel,GT is the electric output of GT, 
MW, and Q

. 
comb is the heat flow produced in the process 

of natural gas combustion, MW, defined by Equation 
(24).

        (24)

where ṁ35 is the mass flow of combusted heavy fuel 
oil, t s-1, LHV35 is its lower heating value, MJ t-1, ṁNG 
is the mass flow of combusted natural gas, t s-1, and 
LHVNG is its lower heating value, MJ t-1. Heat export is 
calculated by Equation (25) and heat import associated 
with cold chemically treated water is defined by 
Equation (26).

          (25)

where Q
. 
export is the heat export, MW, ṁ3 is the mass 

flow of low-pressure export steam (stream No. 3),  
t s-1, h̄ 3 is the specific enthalpy of low-pressure export 
steam (stream No. 3), MJ t-1, ṁ5 is the mass flow of 
intermediate-pressure export steam (stream No. 5),  
t s-1, h̄ 5 is the specific enthalpy of intermediate-pressure 
export steam (stream No. 5), MJ t-1, ṁ7 is the mass flow 
of high-pressure export steam (stream No. 7), t s-1, and  
h̄ 7 is the specific enthalpy of high-pressure export steam 
(stream No. 7), MJ t-1.

Table 7. Price intervals of inputs and outputs considered in 
economic analysis. el = electric energy, HFO = heavy fuel oil.

Item Price (€) Reference

CHFO 150 to 350 [97]

CCO2
30 to 50 [98]

Cel 40 to 70 [99]
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                      (26)

where Q
. 
CHTW is the heat flow imported in cold (20ºC) 

chemically treated water, MW, ṁ39 is the mass flow of 
chemically treated water (stream No. 39), t s-1, and h̄ 39 
is the specific enthalpy of chemically treated water 
(stream No. 39), MJ t-1.

Results and Discussion

Basic CHP Model Verification

Basic CHP model results are summed up in Table 8. 
As it can be seen, season of the year affects the 
CHP operation significantly. Higher steam export in 
winter coupled with increased backpressure electric 
energy cogeneration allows for a significant reduction 
of condensing power production. Mass flow of 
steam exhaust to condenser (stream No. 11) reached  

a pre-set minimum of 20 t h-1 in winter, whereas 
in summer it had to reach over 85 t h-1 to secure the 
minimum CHP gross power production of 60 MW. Net 
power production in winter was slightly over 61 MW 
despite minimized condensing power production. The 
difference in steam production in boiler (stream No. 
1) between summer and winter was somewhat less 
than 60 t h-1 mirroring the trends in steam export and 
condensing power production, translated into fuel 
consumption difference (stream No. 11) of around  
4 t h-1. These results agree well with the operation of 
a real industrial CHP where steam production in winter 
is around 450 to 600 t h-1, and gross power production 
is 60 to 85 MW, mostly depending on actual ambient 
temperature and thus on low-pressure steam demand, 
as this steam is utilized mostly for heating purposes. 
Steam production drops below 400 t h-1 in summer and 
low-pressure steam export is close to zero.

As to obtain yet more data for model verification, 
a model for condensing power production only was 
set-up and presented elsewhere [110]. Specific steam 
production for condensing power production of over  
4.5 t MWh-1 and net electric efficiency of 30.6% 
are within the range of performance parameters of 
subcritical sub-100 MW scale thermal power plants 
listed in reference literature [68, 80]. Similarly, Ahmadi 
et al. [27] presented data from an existing condensing 
steam turbine consuming 9.4 kg s-1 of steam and 
producing 8 MW of electricity, yielding specific steam 
consumption of 4.2 t MWh-1. It can be concluded that 
the presented CHP model realistically describes real 
industrial CHP operation and can be used as a base for 
calculation of repowering options.

Repowering Results: Energetic and Environmental 
Evaluation

Basic operation parameters of individual repowering 
options are provided in Table 9 and Table 10. More 
detailed energetic and environmental evaluation of 
both basic CHP before repowering and of individual 
repowering options is shown in Table 11 to Table 13.

As can be recognized from Table 9 and Table 10, 
CHP operation after repowering is modified in terms 
of fuel consumption, steam production and condensing 
power production as well. All repowering options 
reduce steam boiler load and HFO consumption. 

Table 8. Performance indicators of CHP before repowering.

Performance indicator Winter Summer

ṁ1 (t h
–1) 453.71 395.24

ṁ11 (t h
–1) 20.00 87.25

ṁ35 (t h
–1) 29.05 25.27

ṁNG (t h
–1) 0 0

ṁ38 (t h
–1) 562.66 492.70

Pel.CHP (MW, net) 61.07 57.00

Table 9. Performance indicators of repowered CHP – option  
No. 1.

Performance indicator Winter Summer

ṁ1 (t h
–1) 453.71 332.55

ṁ11 (t h
–1) 20.00 46.68

ṁ35 (t h
–1) 26.18 19.43

ṁNG (t h
–1) 4.40 3.33

ṁ38 (t h
–1) 586.43 439.27

Table 10. Performance indicators of repowered CHP – option No. 2. alt = alternative.

Performance indicator Winter (alt. 1) Winter (alt. 2) Summer (alt. 1) Summer (alt. 2)

ṁ1 (t h
–1) 342.62 318.13 197.56 182.10

ṁ11 (t h
–1) 20.00 20.00 20.00 20.00

ṁ35 (t h
–1) 22.17 20.59 12.78 11.78

ṁNG (t h
–1) 12.67 12.37 10.76 10.58

ṁ38 (t h
–1) 429.52 398.83 249.21 229.72
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Condensing power production (see stream No. 11  
= exhaust steam to steam condenser) in winter is 
strongly reduced in repowering option 1, while in 
repowering option 2 it is minimized. Decrease of HFO 
consumption is almost counterbalanced by natural gas 
consumption in gas turbines, which is analyzed in more 
detail below. Option 2, alternative 2 can be termed 
as more efficient compared to option 2, alternative 
1, regarding fuel consumption and steam production.  
In option 2, alternative 2 in summer steam boiler load 
reaches around 40% of that before repowering in winter. 
Operation range of 40 to 100% of nominal steam 
production can be maintained in reality as well, without 
any visible loss in boiler thermal efficiency, while  
a further reduction of boiler load should be considered 
with caution. 

More details of CHP operation before repowering 
are provided in Table 11. Carbon dioxide production 
amounts to over 80 to 90 t h-1 depending on the season 
of the year. The achieved power production efficiency 
is only modest, around 20%, which corresponds with a 
significant share of backpressure electricity. However, 
cogeneration efficiency exceeds 85% in winter and 
reaches 70% in summer, indicating an efficient CHP 
operation especially in winter. Summer cogeneration 
efficiency drop of over 15% leads to power production 
efficiency increase by less than 2%, clearly stressing the 
inefficiency of condensing power production.

Table 12 indicates that power production increase 
of over 16 MW in summer and a zero power 
production change in winter when comparing CHP 
operation before repowering and repowering option 1.  
This again stresses the need to assess the CHP operation 
on a seasonal basis. Winter operation of the CHP and, 
more specifically of the steam turbine, does not allow 
for a reduction of condensing power production as it 
is already minimal before repowering. Thus, steam 
production in boiler is the same as before repowering 
and there is an overall increase in fuel consumption, 
translated into power production increase. On the 
other hand, power production by the gas turbine in 
summer is counterbalanced by decreased condensing 
power production in the steam turbine, leading to an 
unchanged total power production and a significant 
decrease in overall fuel consumption. This translates 
into the values of power production efficiency, where  

a modest increase from 19.6 to over 23 % can be seen  
in winter but a far more visible increase from 21 to 
almost 28 % is documented in summer. The above 
facts are reflected in carbon dioxide production as well: 
while it is slightly increased in winter, compared to 
the situation before repowering, it is visibly reduced in 
summer, due to condensing power production decrease. 
Compared with the situation before repowering 
cogeneration efficiency improves a lot in summer but is 
slightly lower in winter. Yilmazoğlu and Durmaz [68] 
tested hot windbox repowering on an existing ageing 
sub-100 MW coal power plant with the finding that the 
achievable power production increase is between 10 and 
22%. This is in line with our finding as the annual power 
production in this repowering option increases by 14%.

Similar features can be recognized in repowering 
option 2, as documented in Table 13. However, the 
gas turbine output in this option is far bigger than 
that in option 1, meaning that even condensing power 
production reduction to minimum in summer and 
the associated drop in steam turbine output cannot 
counterbalance it. Thus, net power production increase 
is seen both in summer and in winter, regardless of 
alternative 1 or 2. This further amplifies the change 
in carbon dioxide production – a decent increase 
in winter and a visible decrease in summer can be 
observed in Table 13. Option 2, alternative 2 yields 
lower carbon dioxide production than alternative 1, 
due to improved heat recuperation from flue gas, as 
documented both in Fig. 3 and Table 10. The achieved 
power production efficiency is almost constant, around 
28%, with only a slight influence of both season of 
the year and alternative. Ahmadi et al. [54] arrived at 
power production efficiencies of over 37 % with full 
repowered design in a sub-100 MW industrial plant, 
but their design counted with selling a great deal of 
generated power to the external grid; both factors 
leading to a more efficient repowered plant operation 
than in this study where exporting power to external 
grid is not considered. Modesto and Nebra [76]  
achieved power production efficiency of almost 50% 
with full repowering industrial CHP design converted 
into a 300 MW-scale combined cycle power plant.  

Cogeneration efficiency values are higher for 
alternative 2 than for alternative 1 but for both 
alternatives these values are somewhat lower than 

Table 11. Energetic and environmental evaluation of CHP before 
repowering.

Table 12. Energetic and environmental evaluation of repowered 
CHP – option no. 1.

Performance indicator Winter Summer

ṁCO2 (t h
–1) 92.60 81.09

Pel,CHP (MW,gross) 64.28 60.00

Pel,CHP (MW,net) 61.07 57.00

ηel (%) 19.59 21.01

ηcog (%) 85.83 70.01

Performance indicator Winter Summer

ṁCO2 (t h
–1) 95.65 71.18

Pel,CHP (MW,gross) 61.07 44.09

Pel,CHP (MW,net) 16.94 12.91

ηel (%) 23.12 27.79

ηcog (%) 84.32 80.68
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before repowering in winter and higher than that in 
summer. Their decrease in winter can be attributed to a 
modest stack loss increase, associated with overall flue 
gas production increase.

Table 14 provides detailed calculation of annual 
carbon dioxide balance, incorporating the contribution 
of external power production. Taking only the CHP 
into account, there is a small CO2 production decrease 
associated with repowering option 1 and repowering 
option 2, alternative 2. On the other hand, CO2 
production is increased slightly in option 2, alternative 1. 
Power production change is more visible, amounting 
to almost 73 GWh year-1 in option 1 and to almost 
300 GWh year-1 in option 2, alternative 1. This leads 
to a cut in carbon dioxide emissions elsewhere which 
is quantified using two distinctive emission factors as 
indicated in Tab. 14. With the first one, reflecting the 
average of Slovakia's major power producer, Slovenské 
elektrárne a.s., the overall CO2 balance changes only 
modestly, but enough to see that all repowering options 
yield a cut in overall CO2 emissions. The second one, 
corresponding to a coal power plant, yields much 
bigger changes, leading to a most significant cut in 
overall CO2 emissions associated with repowering 
option 2, alternative 1. On the contrary to that, it 

yielded CO2 production increase, considering the CHP 
only. This further documents the need to evaluate 
the environmental impact of repowering activities 
very carefully and to consider more evaluation 
alternatives whenever possible, which is in line with 
recommendations formulated in [102].

Repowering Results: Economic Evaluation 
and Sensitivity Analysis

Total investment cost (in mil. €) estimates for 
individual repowering options are: option 1: 22.4; 
option 2, alternative 1: 62.9; option 2, alternative 2: 
63.1. Almost identical values for both alternatives result 
from counteracting effects of gas turbine and heat 
recovery steam generator costs. Economic analysis in 
form of simple payback period calculation for various 
combinations of energies and media costs is provided 
in Figs 5-9. 

Fig. 5 presents results for basic dataset of prices. 
Quite favorable payback periods are observed for 
option 1 and option 2, alternative 2. There is a strong 
impact of fuel price in option 2, alternative 1 due to the 
higher overall fuel balance – overall fuel consumption. 
Impact of carbon dioxide cost is not so significant but, 

Table 13. Energetic and environmental evaluation of repowered CHP – option no. 2.

Table 14. Total CO2 balance.

Performance indicator CHP before 
repowering

Repowering, 
option no. 1

Repowering, option 
no. 1, alt. 1

Repowering, option 
no. 1, alt. 2

CO2 production (kton year-1) 746.87 717.37 758.39 717.20

CHP's CO2 production change (kton year-1) - - 29.50 + 11.52 - 29.67

Net power production (GWh year-1) 507.70 580.54 806.25 769.62

Power production increase (GWh year-1) - +72.84 298.55 261.92

Power production emission factor = 135.5 t GWh-1 [108]

External CO2 emissions decrease (kton year-1) 68.79 78.66 109.25 104.28

Total CO2 production (kton year-1) 678.08 638.71 649.14 612.92

Total CO2 production change (kton year-1) - -39.37 -28.94 -65.16

Power production emission factor = 800 t GWh-1 [109]

External CO2 emissions decrease (kton year-1) 406.16 464.43 645.00 615.70

Total CO2 production (kton year-1) 340.71 252.94 113.39 101.5

Total CO2 production change (kton year-1) - -87.77 -227.32 -239.21

Performance indicator Winter (alt. 1) Winter (alt. 2) Summer (alt. 1) Summer (alt. 2)

ṁCO2 (t h
–1) 105.80 99.92 70.57 66.87

Pel,CHP (MW,gross) 52.87 48.92 29.12 26.78

Pel,CHP (MW,net) 56.88 55.55 48.63 47.80

ηel (%) 27.40 27.51 28.15 28.35

ηcog (%) 78.97 81.90 76.34 78.94
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with its anticipated increase to 100 € t-1 in near future, 
it will certainly play an important role. Its increase is 
most beneficial for option 1. Escudero et al. [26] also 
identified CO2 cost as an important parameter in their 
economic model of industrial site repowering analysis.

Figs 6 and 7 show the results for prices lower  
(Fig. 6) and higher (Fig. 7) than base electricity prices. 
When comparing the trends in Fig. 5 to Fig. 7, higher 

electricity price is beneficial for all repowering options, 
which allows for payback periods as low as four years in 
some cases. The most significant impact on the payback 
period can be seen in repowering option 2, alternative 1 
due to the highest achieved power production increase.

Figs 8 and 9 assess the impact of varying natural 
gas to HFO price ratio (in € GJ-1). When comparing 
Fig. 5 with these figures, negative effect of increased 

Fig. 5. Simple payback period (SPBP) dependence on carbon dioxide emissions cost and on fuel oil price considering electricity price of 
55 € MWh-1, and natural gas to fuel oil price ratio of 1:1 (€ GJ-1) for: a. repowering option No. 1; b. repowering option No. 2 alternative 1;
c. repowering option No. 2 alternative 2.

Fig. 6. Simple payback period (SPBP) dependence on carbon dioxide emissions cost and on fuel oil price considering electricity price of 
40 € MWh-1, and natural gas to fuel oil price ratio of 1:1 (€ GJ-1) for: a. repowering option No. 1; b. repowering option No. 2 alternative 1;
c. repowering option No. 2 alternative 2.

Fig. 7. Simple payback period (SPBP) dependence on carbon dioxide emissions cost and on fuel oil price considering electricity price of 
70 € MWh-1, and natural gas to fuel oil price ratio of 1:1 (€ GJ-1) for: a. repowering option No. 1; b. repowering option No. 2 alternative 1;
c. repowering option No. 2 alternative 2.
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natural gas price on simple payback periods can be 
seen in all repowering options. Even under these 
circumstances, repowering option 1, as the most 
conservative one, offers reasonable economics, while 
option 2, alternative 1 is practically infeasible and 
alternative 2 is risky. This is an important finding, 
which reveals the sensitivity of more extensive 
repowering options to natural gas price and it further 
confirms that more conservative repowering options are 
more suitable for industrial CHPs. 

Overall Assessment

Objectives of industrial CHP repowering 
differ from those in thermal power plants. More 
conservative solutions need to be adopted to achieve 
fuel consumption (fuel costs) reduction rather than 
significant power production increase. Extensive 
solutions widely applied in thermal power plants, which 
increase the power production capacity by 100 % or 
even more are therefore not applicable in industrial 
CHP. Moreover, power production capacities by one or 
two orders of magnitude lower in industrial enterprises 
compared to large power plants, enable the application 
of new equipment (mostly gas turbines) of just modest 

power production efficiency (25 to 30%) compared to 
that applied in advanced combined cycles. Considering 
these two facts, just a limited impact of industrial CHP 
repowering on its efficiency is expected. 

As demonstrated in the presented study, 
solutions feasible from the energetic, economic, and 
environmental point of view comprise new power 
production equipment addition rather than replacement 
of the existing one. As a result, power production 
increases only modestly while the least effective 
means – condensing production in the existing steam 
turbine – is reduced to minimum. This in turn enables 
considerable reduction of carbon dioxide emissions as a 
high-carbon fuel (HFO) is partly replaced by a cleaner 
one (NG). Overall efficiency of the plant increases by 
several %, depending also on the season of the year, 
which documents the need of industrial CHP repowering 
assessment from this viewpoint. Economic feasibility of 
the proposed repowering solutions strongly depends on 
fuel and electricity price relation as well as on carbon 
emissions cost. Its anticipated increase favors solutions 
reducing carbon emissions. Overall CO2 emissions 
assessment reveals the impact of power production 
emission factor selection and this aspect must not be 
omitted in repowering studies in general.

Fig. 8. Simple payback period (SPBP) dependence on carbon dioxide emissions cost and on fuel oil price considering electricity price of 
55 € MWh-1, and natural gas to fuel oil price ratio of 0.9:1 (€ GJ-1) for: a. repowering option No. 1; b. repowering option No. 2 alternative 1;
c. repowering option No. 2 alternative 2.

Fig. 9. Simple payback period (SPBP) dependence on carbon dioxide emissions cost and on fuel oil price considering electricity price of 
55 € MWh-1, and natural gas to fuel oil price ratio of 1.1:1 (€ GJ-1) for: a. repowering option No. 1; b. repowering option No. 2 alternative 1;
c. repowering option No. 2 alternative 2.
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Conclusions

Renovation and rehabilitation of industrial combined 
heat and power units remains out of the public and 
research spotlight. As to provide more insight into this 
matter, a model industrial sub-100 MW range CHP was 
set-up and verified, serving as the calculation basis for 
two gas turbine-based repowering options suitable for 
this type of power and heat source. The hot windbox 
option (option 1), is conservative, it requires smaller 
investment and leads to only modest changes in CHP 
operation and performance. A separate gas turbine 
with a heat recovery steam generator replacing a part 
of steam production is considered in option 2, with 
two alternatives depending on the HRSG design. This 
option leads to a significant increase in the CHP's power 
production and represents a more extensive (though not 
the most extensive) repowering option.

Option 1 leads to more efficient CHP operation 
compared to the base case in terms of power production 
efficiency. Significant seasonal effect on cogeneration 
efficiency was observed, which increased visibly in 
summer where repowering leads to a cut in condensing 
power production but decreased slightly in winter since 
condensing power production is minimal even before 
repowering. A net decrease in carbon dioxide emissions 
is achieved, which decreases further if emissions from 
external power production are considered. Option 2 
reaches higher power production efficiency than option 
1 and leads to minimized condensing power production. 
A substantial power production increase is achieved 
accompanied by a significant reduction of heavy fuel 
oil fired in the existing steam boiler. Depending on the 
alternative, either a slight increase or a modest decrease 
of carbon dioxide emissions is observed; incorporating 
external emissions led to a drop in overall emissions in 
all repowering options.

Economic assessment showed that the more 
conservative repowering option – hot windbox – offers 
shorter payback periods than other options and is less 
sensitive to the change in prices of energies and media, 
which is an advantage. Therefore, despite smaller 
achievable benefit compared to other options and 
considering its positive energetic and environmental 
evaluation it can be recommended as a viable solution 
for industrial CHPs. 
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