
Introduction

Water is an important heat transfer medium in heat 
exchangers [1]. When hard water circulates in the heat 
transfer equipment, the sparingly soluble salts in the 
water will produce scale on the surface of the heat transfer 
equipment, which is traditionally called “fouling” [2]. 
When scale generates in the surface of heat transfer 
equipment, at least 2 inevitable disadvantages associated 
with scales occur. Heat transfer efficiency will be reduced 

in the heat transfer equipment due to the small thermal 
conductivity of scale. Even if a thin coating of scale exists 
in the heat transfer surface, it will greatly reduce the 
flow rate of water in the heat exchanger equipment and 
increase the pressure drop in the pipe [2-8]. In addition, 
if there is a high heat flux in the heat exchanger, scale can 
even lead to some local hot spots, which could result in 
equipment damage or suspended production [3].

Generally, there are 2 ways to deal with scales: 
chemical and physical [5-8]. When a chemical descaling 
method is used, it is mainly through adding acidic drugs, 
which has the advantage of high cleaning efficiency 
and an obvious effect. However, acidic agent corrosion 
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not only shortens the life of heat transfer equipment 
but also causes second pollution and other unavoidable 
shortcomings [5-8]. Traditional physical descaling 
methods such as scraping, sand blasting, and metal or 
nylon brushing incur downtime and repair costs [9]. For 
these reasons, new physical methods such as electronic 
anti-fouling technology, catalytic material, and sudden 
pressure change have recently been developed [5-7].

Electronic anti-fouling technology (EAFT) is a new 
kind of physical descaling method that can be used in 
descaling of recycled cooling water system without 
polluting and high consumption [10]. Generally, the 
system consists of an EAFT control unit, a solenoid coil, 
and a pipe. The control unit provides alternating current 
in the coil, which is tightly wrapped on the outside of 
the pipe, and the solenoid coil can motivate induction 
magnetic field in the pipe. As depicted by Faraday’s law, 
the alternating induction magnetic field can generate an 
induced electric field in the pipe. Under the action of the 
induced electric field, the sparingly soluble salts form 
precipitates before entering the heat transfer equipment, 
so that the degree of supersaturation of sparingly soluble 
salts is reduced before entering the heat exchanger [6, 
11-12]. In addition, the generated scale under the EAFT 
treatment is soft and with poor adhesion ability, which 
is easy to be washed away by the water flow within the 
pipe [8, 13-14].

Liu et al. [15] found that the fouling resistance in the 
pipe with the EAFT treatment had significant decline 
at the end of 4 days’ test, which was 46% less than the 
one without the EAFT treatment. Piyadasa et al. [11] 
investigated the precipitation characteristics of calcium 
carbonate under the influence of the EAFT treatment, and 
the results showed that the EAFT treatment can influence 
both the profile of calcium carbonate precipitation and 
the morphology of the resulting microcrystals, enhanced 
particle coagulation in the solution. Kim et al. [16] 
combined use of EAFT and filtration technology, finding 
that when filtration was used in conjunction with the 
EAFT, a substantially better fouling mitigation was 
obtained, as the filtration removed the mineral particles 
that were produced by the EAFT. Zhang et al. [17] 
investigated the effect of the EAFT in a closed cooling 
tower and found that fouling resistance in the case with 
and without EAFT treatment increased by 7.51% and 
25.14%, respectively, at the end of 214 h of tests. All the 
above tests demonstrate that the EAFT treatment can 
effectively reduce the fouling in actual heat exchangers. 

Lee et al. [18] studied the effect of flow velocity on 
the EAFT and found that as flow velocity increased, the 
benefit of the in-line EAFT treatment decreased. But 
there is no related experimental study that shows how the 
output frequency of EAFT control unit, winding number 
of coil, and pipe diameter impact the descaling, which 
is considered to be as important as the flow velocity in 
electronic anti-fouling technology.

Jiang et al. [19-20] experimented and discovered 
that with the increase of magnetic induction intensity, 
the descaling effect of EAFT treatment improves. 

The magnetic induction intensity is determined by the 
current in the solenoid coil, which can be explained by 
Ampere’s loop theorem and Faraday’s rule. This means 
that the descaling effect is indirectly decided by the size 
of current in the solenoid coil. In other words, the current 
in coil can be used to characterize the anti-fouling effect 
of the EAFT. 

In summary, the current and the magnetic induction 
intensity are the significant parameters that affect 
the effect of EAFT treatment directly, and the output 
frequency of EAFT control unit, winding number of coils, 
and pipe diameter are important output parameters of 
EAFT treatment. So further investigation on the change 
rule of current and magnetic induction intensity with 
respect to the number of turns, diameter, and frequency 
at a given voltage need to be developed.

Accordingly, the objective of the present study is 
to explore how frequency, the number of turns, and 
winding diameter affect the current in the solenoid coil 
and magnetic induction intensity in PVC pipes. Results 
of this study described the change rule of current and 
magnetic induction intensity in PVC pipes affected by 
various factors, which not only put forward an excellent 
processing parameter of the electronic anti-fouling 
technology, but also provide design guidance for the 
EAFT control unit.

Material and Methods

Material 

Fig. 1 shows a schematic diagram of test facilities 
that consist of the EAFT control unit, pipe, solenoid coil, 
series resistance, and oscilloscope. The wire is tightly 
wrapped around the pipe to form a solenoid coil, with one 
end of the solenoid coil directly connected to the control 
unit, and the other indirectly connected to the EAFT 
control unit through series resistance. The hardness of 
water in the pipe was artificially configured to 1,000 ppm 
and the solution was in a static state.

If a non-magnetic pipe is used, there is a different 
distribution of the induction magnetic compared with 
magnetic pipe [21]. The EAFT with non-magnetic pipe 

Fig. 1. Schematic drawing of the experimental device.
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is studied in this paper and the material of the water pipe 
is PVC.

The EAFT control unit produces a square wave that 
can maximize induction [6]. PVC pipes with different 
diameters are used in the experiment. Assume that the 
diameter of the solenoid coil is the diameter of the pipe. 
The type of wire is polyvinyl chloride-insulated flexible 
cables with copper core meeting the Chinese National 
Standard. The wire is 5.3 mm in diameter and 0.8 mm in 
insulation thickness. Series resistance in the experiment 
has the stable high frequency characteristic. The model of 
the oscilloscope is TBS1102 produced by Tektronix and 
it is 100 MHz in bandwidth, ±3% in vertical precision. 

Methods

Fig. 2 shows the equivalent circuit diagram of the 
experiment. The operating frequency of the EAFT control 
unit is almost less than 1 MHz, while the solenoid coil can 
be equivalent to ideal inductance L0 and resistance R0 in 
series [22], so the solenoid coil in Fig. 2 is converted into 
the resistance R0 and the ideal inductance L0 being in 
series. Resistance R in series is used to obtain the current 
in the circuit. V measurement and scope are combined to 
represent the oscilloscope for measuring voltage across 
the series resistor.

This experiment sets the output voltage of the EAFT 
control unit on 9.6 V, and the frequency ranges from  
2 kHz-27 kHz. The turns of the solenoid coil wrapped 
around each PVC pipe are 30, 50, 70, and 90, respectively. 
The diameters of the 4 PVC pipes are 100 mm, 160 mm, 
200 mm, and 315 mm. The voltage of the series resistor 
under different parameters can be measured by the 
oscilloscope. 

According to the voltage measured at the 2 ends of 
the series resistance and the value of resistance, current 
in the circuit can be calculated by Ohm’s law:
 

UI
R

=
                         (1)

…where U is the voltage between the 2 ends of series 
resistance and R is the value of resistance. 

Based on the obtained current value, the magnetic 
induction intensity in the midpoint of the solenoid coil 
can be calculated by:

               (2)

…where μ0 is magnetic permeability of solution, n is the 
turns of solenoid coil, I is current in the circuit, l0 is the 
length of solenoid coil, and r0 is the radius of solenoid 
coil. 

The current and the magnetic induction intensity  
in different parameters can be obtained by changing  

Fig. 2. Diagram of experimental device equivalent circuit.

Fig. 3. The effect of series resistance on measuring current: a) 
diameter 100 mm under the turns of 30 and b) diameter 200 mm 
under the turns of 90.
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the frequency, winding turns, winding diameter. Thus, 
we can get the change rule of current and magnetic 
induction with respect to different frequency, the number 
of turns, and pipe diameter.

The original series circuit with a resistor will  
certainly impact the current of the circuit. In order to 
analyze the effect of series resistance on the circuit, 
the current in coil winding with 30 turns and 90 turns 
are measured by using the resistance of 1.18 Ω and the 
resistance of 2.43 Ω, respectively. As shown in Fig. 3, 
when the resistance is connected in series, the change 
rules of current remain the same. Because the error of 
the two curves is quite small, the influence of series 
resistance can be neglected when analyzing the change 
rules.

The greater value of series resistance, the more the 
effect of alternating current value in the circuit. So in the 
later experiment, resistance of 1.18Ω was used to reduce 
the error. Meanwhile, the value of resistance is assumed 
to be a constant value because it is little varied with 
frequency. This paper has only discussed the influence 
of the factors on the change rule of the current and the 
magnetic induction intensity. Research on reducing the 
influence of series resistance on current will be described 
in future research.

Results and Discussion

Figs 4-6 respectively show the change rule of current 
and magnetic induction intensity with respect to different 
frequency, turns, and diameter.

Change Rule of Current and Magnetic Induction 
Intensity with Respect to Frequency 

Fig. 4a) shows the change rule of alternating current 
with respect to frequency. The alternating current in the 
coil decreases with the increase of frequency, and there 

is a smaller decline with the increase of frequency. For 
example, in the case of 70 turns coil winding around the 
diameter of 100 mm PVC pipe, the alternating current 
decreases from 5.5 A to 0.62 A as the frequency increases 
from 2 kHz to 27 kHz. The current decreases from  
5.5 A to 1.13 A as the frequency increases from 2 kHz  
to 14.5 kHz, and the current decreases from 1.13 A to  
0.62 A when there is the same drop amplitude of 
frequency. As shown in Fig. 4a), both different turns 
and diameter show the same change rule of current 
with respect to frequency. The reason is the increase in 
total impedance of the coil as the frequency increases, 
resulting in a decrease in the current under constant 
voltage output.

Fig. 4b) shows the change rule of magnetic induction 
intensity with respect to frequency. It can be seen from 
Fig. 4b) that magnetic induction intensity decreases 
with the increase of the frequency, and the drop 
amplitude decreases with increase of the frequency, 
which is similar to the change rule of the current with 
frequency. For example, in the case of a 70-turns coil 
winding around the diameter of 200 mm PVC pipe, the 
magnetic induction intensity decreases from 0.22 mT  
to 0.014 mT as the frequency increases from 2 kHz to 
27 kHz. The magnetic induction intensity decreases  
from 0.22 mT to 0.027 mT when the frequency increases 
from 2 kHz to 14.5 kHz, and the magnetic induction 
intensity decreases from 0.027 mT to 0.014 mT when 
there is the same drop in amplitude of frequency. We 
can conclude from Fig. 4b) that both different turns 
and diameter show the same change rule of magnetic 
induction intensity with respect to frequency. When 
the output frequency of the EAFT control unit changes, 
only the current in the many factors that affect magnetic 
induction intensity changes. And when other factors 
remain unchanged, the magnetic induction intensity is 
proportional to the current. Therefore, the change rule 
of magnetic induction with frequency is similar to the 
change rule of current with frequency.

Fig. 4. Change of current and magnetic induction with frequency: a) current and b) magnetic induction – both under diameter of 100 mm 
and 200 mm, and turns of 30, 50, 70, and 90.
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Change Rule of Current and Magnetic Induction 
Intensity with Respect to Number of Turns

Fig. 5a) shows the change rule of current with respect 
to turns. The current decreases as the number of turns 
increases, both under different frequency and diameter 
show the same change rule. For example, the current is 
1.102 A, 0.542 A, 0.342 A, and 0.263 A under turns of 30, 
50, 70, and 90, respectively, when the output frequency 
of EAFT control unit is 15 kHz and pipe diameter is 200 
mm. In this case, winding coil increased from 30 turns 
to 90 turns, the current value decreased by 76.1%. It can 
be seen from the figure that the change rule of current is 
not a simple linear relationship with respect to turns. The 
main reason for the change rule of current is that total 
impedance increases with the number of turns, which 
leads to a decrease in the current.

The magnetic induction intensity in different 
frequencies of 5 kHz, 10 kHz, 15 kHz, and 20 kHz is 
shown in Fig. 5b), which shows that when the frequency 
is greater than 10 kHz, the magnetic induction intensity 
basically does not change with the increase of turns. For 
example, the magnetic induction is 0.026 mT, 0.027 mT, 
0.027 mT, and 0.027 mT under turns of 30, 50, 70, and 
90, respectively, when the output frequency of EAFT 
control unit is 15 kHz and the pipe diameter is 200 mm. 
With the increase in the number of turns, the magnetic 
induction basically remains unchanged. The slight 
change of the magnetic induction intensity with turns 
in the lower frequency is due to the error caused by the 
introduction of series resistance. When the frequency is 
relatively high, the total impedance of the coil becomes 
larger and the influence of the series resistance on the 
circuit is smaller at the same time. It can be seen from 
Eq. (2) that the size of the magnetic induction intensity is 
determined by current value in the coil, length of solenoid 
coil, radius of solenoid coil, turns of solenoid coil, and so 
on. When the turns of the winding coil change, it will 
inevitably change the current value in the winding coil 
and the length of the winding coil. Changes in various 
factors eventually cause the magnetic induction intensity 

to remain unchanged, but the increase of winding coil 
will increase the processing time of the electromagnetic 
descaling system and make the descaling effect better.

Change Rule of Current and Magnetic Induction 
Intensity with Respect to Diameter

Fig. 6a) presents the change of current with 4 different 
diameters in 4 different frequencies. Fig. 6a) shows that 
the current in coil wrapped around the diameter of 100 
mm is larger than other 3 diameters, and the current 
decreases as the diameter increases. For example, in 
the case of winding turns of 30 and output frequency  
of 10 kHz, the current is 3.814 A, 2.203 A, 1.695 A,  
0.966 A under pipe diameter of 100 mm, 160 mm,  
200 mm, and 315 mm, respectively, as the diameter of 
PVC pipe increased from 100 mm to 315 mm, the current 
value dropped by 74.7%. Because the increase in the 
diameter leads to an increase in total impedance, the 
increase in total impedance results in a decrease in the 
current. This phenomenon is the same in the 30 turns and 
the 90 turns of the winding as shown in Fig. 6a).  

Fig. 6b) shows the change of magnetic induction 
intensity with 4 different diameters in different 
frequencies. It can be seen from Fig. 6b) that the 
magnetic induction intensity in the coil wrapped around 
the diameter of 100 mm is larger than other 3 diameters, 
magnetic induction decreases as diameter increases. 
Both under different turns and frequency show that 
magnetic induction decreases as diameter increases. For 
example, in the case of winding turns of 30 and output 
frequency of 10 kHz, magnetic induction is 0.122 mT, 
0.059 mT, 0.04 mT, and 0.016 mT under pipe diameter of 
100 mm, 160 mm, 200 mm, and 315 mm, respectively, 
and as the diameter of PVC pipe increased from 100 mm 
to 315 mm, the magnetic induction intensity dropped by 
86.9%. Although the magnitude of magnetic induction 
is determined by a number of factors, the increase in 
diameter leads to a decrease in current in the loop and an 
increase in coil-winding diameter, both of which result in 
a decrease in magnetic induction.

Fig. 5. Change of current and magnetic induction with the number of turns: a) current and b) magnetic induction both under diameter of 
100 mm and 200 mm, frequency of 5 kHz, 10 kHz, 15 kHz, and 20 kHz.
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Through the analysis of experimental data, it can be 
concluded that the current in the coil decreases with the 
increase of frequency, number of turns, and pipe diameter, 
respectively. Magnetic induction intensity basically does 
not change with the increase of turns, and it decreases as 
the frequency and the diameter increase. In the process of 
exploitation, changes in pipe diameter often occur. When 
the diameter of the pipe increases, the magnetic induction 
intensity in the pipe will be reduced and the effect  
of the descaling is reduced. Then the output frequency 
of the control system should be decreased to increase  
the magnetic induction in the pipe and the number of 
turns should be increased to increase the processing time 
of the descaling system, so as to improve the descaling 
effect. 

Comparing the magnetic induction intensity under 
various frequencies, number of turns, and diameters 
in the experiments, we find that when PVC pipe is 
used, the output frequency of the EAFT control unit is  
2 kHz, the diameter of pipe is 100 mm, and the number 
of turns is 90, causing the effect of EAFT treatment to 
be better.

Conclusions

Non-magnetic pipe, PVC, is used in this experiment. 
The change rule of the current in the solenoid coil and 
the magnetic induction intensity in the midpoint of the 
solenoid coil, with respect to every parameter, were 
observed in the experiment. The current is obtained by 
measuring the voltage of the series resistance, and then 
the magnetic induction can be calculated by formula. 
The key conclusions of the experiments are organized as 
follows:
1) Alternating current and magnetic induction intensity 

decrease with the increase of frequency, and the 
drop amplitude in both cases decrease as frequency 
increases. 

2) Current in the coil decreases as the number of turns 
increases. The magnetic induction intensity remains 

unchanged as the number of turns increases, which is 
different from the change rule of the current.

3) Current and magnetic induction intensity decrease as 
diameter increases.

4) When PVC pipe is used, the output frequency of 
EAFT control unit is 2 kHz, the diameter of pipe is 
100 mm, and the number of turns is 90, the effect of 
EAFT treatment improves.
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